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RFP# 2020-0220-PW/CW
Construction Services for the Canoncito-Eldorado Waterline Project

ADDENDUM #3
***ADDITIONAL INFORMATION ***

Dear Proponents,
This addendum is issued to reflect the following immediately. It shall be the responsibility of

interested Offerors to adhere to any changes or revisions to the IFB as identified in this Addendum
No. 3. This documentation shall become permanent and made part of the departmental files.

*khkkkkk

Please note that the Santa Fe County Public Works Department and the Purchasing Division
for the County have provided additional information relating to the Request for Proposals #
2020-0220-PW/CW.

*kkkkk

RESPONSES TO QUESTIONS
Responses are shown in bold.

1. There is a conflict between the drawings W-104 and W-107. Keyed Note #18 on W-104
calls for Aluminum Grating and detail #15 on W-107 calls for galvanized grating for the
upper landing. Can we supply galvanized grating for the upper landing and stair treads?
Response: Change Keyed Note #18 on Sheet W-104 to read:

“UPPER LANDING AND STAIR TREADS: 1-1/2” GALVANIZED STEEL
GRATING, SERRATED. SEE DETAILS ON SHEETS W-105, W-106, AND W-107.”

2. Can the handrail shown on detail #9 on drawing W-107 just be painted to match tank? If
galvanized there will be weep holes throughout the rail for venting the galvanizer.
Response: Change note on Partial Stair Elevation, Detail 9, Sheet W-107 to read:

“1%” SCHEDULE 40 STEEL HANDRAIL, PAINT TO MATCH TANK.”

3. Contract drawings W-104 & W-105 calls out “Hondo Fire Storage Tank”. Is this a fire
protection tank that would require insulation or a heater per NFPA-22?
Response: NFPA 22 applies to private fire protection and does not apply to this public
water supply project. No insulation or heater is required.



10.

11.

12.

Section 01 51 00. Are contractors allowed to obtain water from the Rancho Viejo tank
feeder line?
Response: The Contractor will be required to obtain an independent water source

What is the cost of construction water?
Response: The Contractor is required to identify and procure water at their own
expense.

If not from the Rancho Viejo line, where is construction water available?
Response: Contractor is required to identify and procure water at their own expense.

Section 01 52 13. Is the field office for Engineers Representative required?
Response: There is no physical office for the Engineers Representative required for this
project.

Question: Is the Santa Fe County Hondo #2 Fire Storage Tank that was specified to contain
a submersible mixer the same tank as the Cafioncito-Eldorado Waterline Fire Water Tank
that is currently out for bid?

Response: Yes. The submersible mixer is specified in Section 33 16 97 - Water Storage
Tank Submersible Mixers.

RFP Page 7, General Description of Work Sequence.

a. September, 2020 is the date set forth to complete Phase I. Can you confirm? Is the
date intended to be September, 20217

b. Item C states that Phase 2 cannot begin until Phase 1 is complete. We would like to
request that Phase 2 be allowed to begin concurrently with Phase 1. This would
allow for a more rapid completion of the project.

Response: As stated on June 26" in Addendum #1, Question #4, “There is a

deadline for water delivery to the Village of Canoncito by December 14, 2020. This

may be accomplished from the water supply of Eldorado per Phase 111 of the RFP

2020-0220-PW/CW.” Please be advised that the deadline of December 14t is

required to meet funding obligations for Phase Il Construction in the Village of

Canoncito, that has already commenced.

There is no item for Trenching and Backfilling for the 6 waterline, as there is on the base
bid schedule. Can an item for T&B of 6” WL be added to the Add Alt #1 bid schedule?
Response: A line item for costs for the Trenching and Backfilling for the 6” waterline is
now inserted in the revised Proposed Cost form (see attachments to this addendum).

Contractor’s Qualification Package — Technical Response. Will the Contractor’s Health and
Safety Plan count toward the 50-page limit? (Most of these Plans are larger than 50 pages
themselves)

Response: The Health and Safety Plan is to be included in Volume 1, Technical
Response, Appendices m. It will not count in the 50-page limit.

Sheet W-229. Jack and Bore at STA 102+76:
a. Plans are calling for 2 bores at this location? 1 for each 6” Line.



13.

14.

15.

16.

17.

Response: Only one Jack and Bore will be conducted, 6” PRYV relief line will be
placed alongside the 6” DIP stub-out line in one single 14” casing, as described
in the note on Sheet W-229.

b. Should bid item Add Alternate #1 be revised to show 1,000 If if there is in fact 2
bores at STA 102+76?

Response: No. Only one Jack and Bore for both lines.

c. Is top of pipe elevations available? FH at the north end of the bore is shown, but no
cut. From the drawings and our site visit, the ground at the approximate location of
the FH is 7-8” above the surface of the Old Las Vegas Highway. Is it the intent to
have the waterline at 13’ bury, or are vertical bends going to be required?
Response: 4’ minimum cover over all waterlines is required.

d. South end of the bore, the tee is shown approximately 30° south of the shoulder
stripe. This would put the tee and most of the PRV station past the edge of the
existing vertical rock surface. Is it the intent of the design to remove the entirety of
the rock wall? If so what are the removal limits? Can a separate bid item be created
for this work?

Response: Jack and Bore moved to Station 101+56 to avoid large rock ledge.
Reissue of sheet W-229 with this Addendum.

e. If the rock will have to be removed, will blasting be required?

Response: Blasting is not allowed per Rock Excavation Specification Section 31
23 18, Paragraph 3.02 A.

Will rock excavation required for bore pits be paid for under the rock excavation bid items?
Response: Rock Excavation for Jack and Bore pits will be paid under the Jack and
Bore bid items. Bid form adjusted to reflect this and will be reissued with this
Addendum.

Are pump station suction and discharge header isolation valves required within the
building? None are shown on Dwg W-101

Response: No. The pump station can be isolated by a buried valve on the suction side,
and an isolation valve in the meter vault on the discharge side.

Specification Section 43 23 32 Paragraph 2.02.1.3 requires pressure gauges on the suction
and discharge sides of each pump while Dwg W-101 only shows gauges on the suction and
discharge headers. Please confirm the required location of gauges.

Response: Provide pressure gauges on inlet and outlet of each pump, as specified in
Section 43 23 32, 2.02 1.4.

Specification Section 43 23 32 Paragraph 2.02.L.4 states “Provide standalone Allen Bradley
Programmable Logic Controller (PLC)...” Is it the intent for the PLC to be contained within
a separate enclosure (standalone) or within the main Power and Control Panel?

Response: The PLC will be housed in the same panel as the VFDs and other equipment.
The control/power panel is noted on Sheet W-101 as Keyed Note 7.

Please provide specific model number required for the Allen Bradley PLC. Is the AB
Micrologix 1400 with 12” HMI screen acceptable?
Response: The Micrologix 1400 with 12” HMI screen is acceptable.
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19.

20.

Specification Section 43 23 32 Paragraph 2.02.G specifies an industrial style butterfly valve
that is not available to meet NSF-61 requirements for drinking water. Please verify this is
acceptable or update paragraph to require flanged AWWA style butterfly valves meeting
AWWA C504 with NSF-61 approvals.

Response: Revise paragraph 43 23 32, 2.02 G. to read as follows:

“G. Butterfly Isolation Valves: Lug style compatible with ANSI Class 150 Ib.
pattern flanges, meets intent of AWWA C504, certified NSF/ANSI 61 water quality,
certified NSF/ANSI 372 lead free, one-piece ductile iron body, fusion bonded epoxy
coating, Type 316 stainless steel disc, EPDM seat in body, 10-position locking lever
handle, 200 psi pressure rating, bi-directional bubble tight close off, Pro Valve Series
500-LF, or Engineer reviewed equivalent.”

Specification Section 43 23 32 Paragraph 3.05.D Pressure Relief VValve — Please clarify
whether a stainless steel seat and a stainless steel pilot system with gauges are required for
consistency with other control valves on the project.

Response: Add new paragraph 3.05 D. 11 to Section 43 23 32 as follows:

“11. Furnish skid-mounted Pressure Relief VValve with stainless steel seat, stainless
steel pilot system, and inlet and outlet pressure gauges, to be consistent with other
control valves on the Project furnished under Specification 40 27 02.13 — Self-
Contained Control Valves.”

Please further clarify Addendum 2 Question 26 — If “clectrical connections are not included”
then shall paragraphs 8.d&e for all 4 valves in this section be replaced with a simple “visual
position indicator”?

Response: Revise the following paragraphs in Specification 40 27 02.13 — Self-
Contained Control Valves, for the three control valves located in the PRV Vault on
Pipe Line 3 as follows:

“3.03 B.8.d. Visual Position Indicator.
3.03 B.8.e. Not used.

“3.03 C.8.d. Visual Position Indicator.
3.03 C.8.e. Not used.

“3.03 D.8.d. Visual Position Indicator.
3.03 D.8.e. Not used.”

ATTACHMENTS
Addendum #3 Drawings
Addendum #3 Revised Projected Cost Sheets

3k 3k %k %k k %k

Please add this Addendum #3 to the original proposal documents and refer to proposal
documents, hereto as such. This and all subsequent addenda will become part of any resulting
contract documents and have effects as if original issued. All other unaffected sections will
have their original interpretation and remain in full force and effect. Offerors are reminded
that any questions or need for clarification must be addressed to Coralie Whitmore, Senior
Procurement Specialist at cgwhitmore@santafecountynm.gov
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